
Peak Electricity Usage

On-PeakMid-Peak Mid-

Peak

Off-PeakOff-Peak

The Zoned Systems ran longer during the night-time

to provide cooling to the top floor

The Zoned Systems ran less

during the daytime

Avg. Conv. 19.3 kWh

Avg. Zoned 12.9 kWh


